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HLLERAZICOVTIE, BiEA—L—~—Y (www.patlite.co.jp) & WREEURAEE 4V O— FLTTELEEL,
o Visit our homepage (www.patlite.com/) and download the "Complete Operation Manual" to find more about the operating method and
features.
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NI NONECIYEI@ Thank you very much for purchasing our Patlite products.
e This product requires installation, wiring, and other related work. Be sure to ask an expert technician to perform these procedures.
e This installation manual is intended for the technician who performs the installation and wiring of the product.
e A separate user's manual is provided for customers who operate the product after installation.
Be sure to read the user's manual before operating the product.

Indicates an imminently dangerous condition: failure to follow the instructions may lead to death or

A WARNING serious injury.

e Request the installation and wiring to be accompanied by a professional contractor. If installation is done improperly, it may result in fire,
electric shock, falling, or malfunction.

A C AUTI ON Indicates a potentially dangerous condition: failure to follow the instructions may lead to slight injury or property
damage.

e Use a soft cloth dampened with water to clean the product. (Do not use thinner, benzine, gasoline or oil.)

[RIVTEIE N Mo E1g) Vielen Dank, dass Sie unser Patlite-Produkt erworben haben.

e Dieses Produkt erfordert Installations-, Verkabelungs- und andere Arbeiten. Bitten Sie stets einen erfahrenen Techniker, diese Arbeiten durchzufiihren.
e Diese Installationsanleitung richtet sich an die Techniker, die die Installation und Verkabelung fiir dieses Produkt ausfiihren.

e Fir die Kunden, die das Produkt nach der Installation verwenden, steht eine separate Bedienungsanleitung zur Verfligung.

Lesen Sie stets die Bedienungsanleitung, bevor Sie das Produkt verwenden.

} WARNUNG Weist auf eine unmittelbar gefahrliche Situation hin: Die Nichtbefolgung der Anweisungen kann zum Tod
oder zu einer schweren Verletzung fiihren.

e Bitten Sie professionelles Fachpersonal um die Ausfiihrung der Installation und Verkabelung. Wenn die Installation nicht ordnungsgeman
ausgefiihrt wird, kann dies zu einem Feuer, Stromschlag, zum Herunterfallen oder zu einer Fehlfunktion fiihren.

Weist auf eine potentiell gefahrliche Situation hin: Die Nichtbefolgung der Anweisungen kann zu einer leichten
A vo RSICHT Verletzung oder einem Sachschaden fiihren.
e Verwenden Sie ein weiches Tuch, das mit Wasser angefeuchtet, um ein Produkt zu reinigen.

(Verwenden Sie keinen Verdiinner, Benzin, Benzin oder Ol.)

Nous vous remercions d’avoir acheté notre produit Patlite.

e Ce produit nécessite une installation, un cablage et d’autres travaux connexes. Assurez-vous de faire appel & un technicien expérimenté pour
effectuer ces procédures.

e Ce manuel d'installation est destiné au technicien qui effectue I'installation et le cablage de I'appareil.

e Un mode d’emploi séparé est fourni aux clients qui utilisent le produit aprés l'installation.
Veillez a lire le manuel d'utilisation avant d'utiliser le produit.

Indique une situation dangereuse imminente : le non-respect de ces consignes peut entrainer la mort of
A\ AVERTISSEMENT [l ne Stuation dangereuse immi ; EIED Y v

des blessures graves.

e Demandez a ce que l'installation et le cablage soient effectués en présence d’un professionnel. Si I'installation est réalisée de fagon
incorrecte, il existe un risque d’incendie, de choc électrique, de chute ou de dysfonctionnement.

A ATTENT'ON Indique une situation potentiellement dangereuse : le non-respect de ces consignes peut entrainer de |égeres
blessures ou des dommages matériels.

e Utilisez un chiffon doux imbibé d’eau pour nettoyer le produit. (N'utilisez pas de diluant, d'essence, d'essence ou d'huile.)

INAVECEIRAIEINGY Grazie per aver acquistato il nostro prodotto Patlite.
e Questo prodotto richiede l'installazione, il collegamento elettrico e altri lavori. Assicurarsi di chiedere a un esperto tecnico di eseguire questi lavori.
e Questo manuale di installazione deve essere utilizzato dal tecnico che esegue l'installazione e il cablaggio elettrico del prodotto.
e Un manuale dell'utente separato & fornito per i clienti che utilizzano il prodotto dopo l'installazione.
Assicurarsi di leggere il manuale dell'utente prima di mettere in funzione il prodotto.

A AWERTENZA Indica un’imminente situazione di pericolo: il mancato rispetto delle istruzioni potrebbe causare la morte

o lesioni gravi.
e Richiedere l'installazione e il cablaggio ad un professionista. Se l'installazione & eseguita in modo errato, pud provocare un incendio, scosse
elettriche, cadute o malfunzionamenti.

A ATTENZI ONE Indica una potenziale situazione di pericolo: il mancato rispetto delle istruzioni potrebbe causare lesioni leggere o
danni materiali.

e Utilizzare un panno morbido inumidito con acqua per pulire il prodotto. (Non usare diluente, benzina, benzina o olio.)
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LVIECEIRIEINEY Gracias por adquirir nuestro producto Patlite.

e Este producto requiere instalacion, cableado y otros trabajos relacionados. Asegurese de solicitar a un técnico experto la realizacion de estos procedimientos.
e Este manual de instalacion ha sido elaborado para el técnico que lleva a cabo la instalacion y el cableado del producto.
e Se proporciona por separado un manual del usuario para los clientes que usaran el producto después de la instalacion.

Asegurese de leer el manual del usuario antes de utilizar el producto.

Indica una condicién de riesgo inminente: no observar estas instrucciones podria causar lesiones
A ADVERTENCIA J P

graves o incluso la muerte.

e Solicite que la instalacion y el cableado sean realizados por un contratista profesional. Si la instalacion se realiza de forma incorrecta, podria
causar incendios, descargas eléctricas, caidas o un fallo de funcionamiento.

C ATEN Cl ON Indica una situacién potencialmente peligrosa: no observar estas instrucciones podria causar lesiones leves o
danos materiales.

e Utilice un pafio suave humedecido con agua para limpiar el producto. (No use diluyente, bencina, gasolina o aceite).

REE fcldL, BUSEERN
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To Installers or Contractors

e Read this manual thoroughly before using this product to ensure correct use.
o |f there are any questions concerning this product, refer to the contact information at the end of USER's manual and contact your nearest
PATLITE Sales Representative.

Fur Installateure und Fachpersonal

e Lesen Sie diese Anleitung sorgféltig, bevor Sie dieses Produkt verwenden, um die ordnungsgeméfie Verwendung zu gewahrleisten.
e \Wenn Sie irgendwelche Fragen zu diesem Produkt haben, verwenden Sie die Kontaktinformationen am Ende bedienungsanleitung Anleitung
und wenden Sie sich an lhren nachstgelegenen PATLITE-Vertriebsmitarbeiter.

Aux installateurs ou aux entrepreneurs

e Lisez attentivement ce manuel avant d'utiliser ce produit pour garantir une utilisation correcte.
e Si vous avez des questions concernant ce produit, reportez-vous aux coordonnées figurant a la fin de ce mode d’emploi de I'appareil et
contactez votre représentant de vente PATLITE le plus proche.

Per gli installatori o gli appaltatori

e Leggere attentamente il manuale prima di utilizzare questo prodotto per garantirne un uso corretto.
e Se vi sono domande riguardanti questo prodotto, fare riferimento alle informazioni di contatto alla fine di Manuale dell’'utente e contattare il piu
vicino rappresentante di vendita PATLITE.

Para instaladores o contratistas

e Lea atentamente este manual antes de utilizar este producto para asegurar un uso correcto.
e Si tiene preguntas relacionadas con este producto, consulte la informacién de contacto que se encuentra al final de Manual del
usuariopdngase en contacto con su representante de ventas PATLITE mas cercano.

FCC Statement

This equipment has been tested and found to comply with the limits for a Class A digital device, pursuant to Part 15 of the FCC Rules. These
limits are designed to provide reasonable protection against harmful interference when the equipment is operated in a commercial environment.
The equipment generates, uses, and can radiate radio frequency energy and, if not installed and used in accordance with the User’'s manual,
may cause harmful interference to radio communications.

Operation of this equipment in a residential area is likely to cause harmful interference in which case the user will be required to correct the
interference at his own expense.

(Responsible party in U.S.A.) PATLITE U.S.A. Corporation, R20130 S. Western Ave. Torrance, CA90501, U.S.A.
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ZE2EDTEE

| Safety Precautions

I LolcEHHid < XL | Safety Precautions

M ELE | Warning

a—b - BEECROICUTEST >
TLIEEW,

ON | To prevent from short-circuits or
6% damage, observe the following:

@1 - ERPOBEE S TESBIE. BTIRE

oFF BRREICL T T,

« Be sure the signal tower is
disconnected from the power supply
before wiring or performing repair work.

ARG EBERRETERL LT
Wy (TR —=L Y XRAREIE EHE]
NIIBEIMBELTEEW)

« Use the signal tower in a properly
maintained condition.

(If parts such as the base or outer cover
lens are cracked, they should be
repaired.)

g

THEEHSRBIINTEFIREMKEL
TLIREL,

BE - KK - BT EENETBBNDEG
VEJ.

Request the installation and wiring be
performed by a professional contractor
if construction work is involved.

Failure to comply may result in fire,
electric shock or falling from high places
may occur.

y %
%: :
e

AR E T CICIY RS TBE
& UTFESF>TLEEL,

To ensure safety when this product is
installed onto equipment, observe the
following.

c AHBEDDATHBRZEICHESEWN
TLIEEL, Bl - BFICOELZE
nhbUEY,

« Do not use the signal tower as
leverage when climbing up onto the
equipment. Failure to comply will result in
falling from a high place, or damage to
the product.

cWBROAN—GEENTRIC, ARG
(T o8I EWNTLEEW, BB 2
BNHHYET,

* When performing tasks such as opening
the covers of the equipment, be careful
not to snag anything on the signal
tower. Failure to comply will result in
product damage.

/X% | Caution |

TH—EKEBBHBY IO T ERE
BTEIEVWTLIREV. EEZHDH BTN
DNHYET,

(B) =i - 79 —B 1)

Avoid long exposure to the alarm
sound from a close distance. Failure to
observe this may lead from irritation to

permanent damage to the ears.
([B]Flashing/Alarm Type)

ESRICIIBERMLENTEE W,
WiET 2BNDHYET,
([A] AC100 ~ 240V {1#%)

By all means, do not apply voltage to
the external lead for tiers.

Failure to comply may result in product
damage.

([A]100V - 240V AC Type)

External lead

=

FERDHEE - Bk IEREER DI
&0 UTFEFoTLIEEL,
To maintain the dust and waterproof
performance for this product, observe the
following:
Ay RAN—ZBRICRY I T
TN,
+ Keep the Head Cover attached at all
times.

+ USBA/N—ZRERICEIS T ZE LN,
* Ensure the USB Cover is closed at all
times.

Power Supply/ \External lead

BRREESREERLEVTIREL,
HWETBENDHNET,

([A] AC 100 ~ 240 V {#%)

Do not connect power to the external
lead for tiers.

Failure to comply may result in product
damage.

([A]100V - 240V AC Type)

HES BENDHIES,

%(*H

L LATREBIFT AN DRI LIz TR L,

(ERS} LrTeetEpmid. [ Bl BB DRIRE &) (P7~8) ZBR LTI EELY)
Do not remove parts beyond those designed to be removed from this product.

Failure to comply may result in product damage.
(Refer to g} Part Names and Outer Appearance (P. 7-8) for parts which can be removed)




#BEL / Notice |

AUREREBROREDIHICTHER
ILEBHAIE. UTZETFo>TLIREL,
To ensure proper safety while using the
signal tower, observe the following:

- BERRZELTRELTIREL,

+ Perform periodic pre-maintenance.

c A—DBEICEA. o s DA
7o TLIEEL,

* As a precaution against problems
occurring, use this product together
with other equipment.

HET BREICL O TIEED
I BBENHVET,
Sound pressure may change in
accordance to the surrounding
environment.

ARG E R D BRI BRERIER DT
BHAARICHFEL TV HHREIERBETET
DOEEESTHEO>TLIEEL,

D T7—RAENTVWB BN EHRF
THNZ & HBERIERBELDZTENT
EEY)

Be sure to discharge any static
electricity from the body before handling
static sensitive parts of this product.

(To prevent damage from static electricity,
touch hands or other body parts to metals
or an earth ground to discharge the body
from static charge.)

AEICHHIN TV ZEYT - BkAEIC
LfehS> T &lc& o T. Typel Enclosure
DESTHFECERTEET .

(UL SRARIISDIZS)

This product is designed for use on a flat
surface of a Type 1 Enclosure.

(For UL Standard Compliance)

ARGOEGRE EDEIRNT DN T
UTFEFOTLIEEL,
To ensure safety when this product is
installed onto equipment, observe the
following.

F AERERELEVTRELY,

+ Do not modify or disassemble this

product.

BNV, BTARBICEHRLTY
BISEEREFALTLIEEL,

+ Use only the specified replacement
parts listed in this manual.

Flashing/Pulse
Enable Common
line

SR - IR REERRICIEEEE L
TLIEEL,

BEET BN D BV ET,

([B| =i « 7Y —HHH)

([D]DC 24V f#5)

By all means, do not apply voltage to
the Flashing/Pulse Enable Common
line.

Failure to comply may result in
malfunction.

([B] Flashing/Alarm Type)

([D] 24V DC Type)

1750
>3

Bz Ny 2 =5 LIRRETRER L L
TLIEEL,

Bk MEREDME T LE S,

Do not operate this product without the
waterproof packing material.

Failure to comply will result in lower
waterproofing performance.

R R
HER
Xe

Flashing/Pulse
Enable Common
line

EIRR

Power
supply wire,

iy

ERRE A - ARBAHERTERLE
WTLREL,

BEET AENDBYET,

([B] =i « 7Y —HHH)

([D] DC 24V 4%)

Do not connect power to the
Flashing/Pulse Enable Common line.
Failure to comply may result in
malfunction.

([B] Flashing/Alarm Type)

([D] 24V DC Type)

Q)

Pead

TH—EsAEICIERENG Y E T,
THREOVISSEIC TS -0 EREIF
TEIIFTLIEEL,

((B]sA® - 79 —H %)

The alarm sound is unidirectional,
therefore it is most easily audible in the
direction from the source. Position the
signal tower so that the alarm sound is
facing in the desired sound direction.
(For [B]Flashing/Alarm Type)

b

UL1310 THRETNTWE "I5R2"E
FEBALTIREL,

(UL 3RS DIHE)

([D]DC 24V 1H1%)

Use a "Class 2" power supply specified
in the guidelines under UL1310.

(For UL Standard Compliance)

( [D]24V DC Type)

AR SITDL T / Main Unit
ARG, TIHVMER. [E8H5 EICHZRBEOEEREDZEERE. IBRFLLEELEDY T —*THEMSE TR LEEAE LT HEER

BETITY

AERIE. RBESHDLILESANICIZERNGERI - TH -4l (SSITE—F) KA T, i AT — M E— M ZE#HL
TVWEY, AR—ME-RTR NAFUAAICKY . BEFEMERENLRET —2Z2EAL T AIARR2IVDOLSEEORRP. LN

IWA—B—DESBRTEE ERERTESIGITENTEET,

% [B]&iA - 7Y —H HEDH

This product is a multipurpose signal tower, designed principally for giving notifications of the operating status for FA (Factory Automation)
equipment in factories, etc., using LEDs and alarms™ .
This product operates the same as the conventional Signal Tower in its "Signal Tower mode", in addition to new functions called the "Smart

Mode". In its "Smart Mode", a diverse display of a pattern flow is used, and when prepared beforehand, all the LEDs can be used to display a

bar graph, etc.

* Flashing/Alarm Type



[ 2 | BYsX48BK / Model Number Configuration

. T
B BE

LED % E)lﬁg{iﬁﬁﬁ ‘J'\Z»f

A T —
B &

wities (LAG-|

' -RYGBC

3|mxri(5] 8 D |pcaav

HEEOESITE— FICRETh TS
BERETETY.
R(7) - Y(&) - G(#) - B(H) - C(H)

B - 251 1— L RIEFE @ FIERTA (BRERDBIFTHARICEETEEY)
RAF—IVR—IV+BUFT7 > T IV JIVIN—# SR - T —
cFETRAYT—T) @ (B % - 77-%
o [N tig03. [Nzl - 7H—7L
) EAE | BUSV - BER | R T o | Rl T
B OLEORE gE | 4w | & | R &
uxRs | LAG- | ' -RYGBC
@ =3 ggg@ﬁ%g E—FICREETNTLS
AC100V ~ 240V TEBTT,
R(F) « Y (&) - G(®) - B(H) - C(A)
(BROBIZTHEARICEETEEY)
GRS PEE Z el W|#7xo4+  [B|smE - 7v—4&
. Rated | Mounting/Wiring | Body |Flashing/Alarm
Rcdc iy EERHIE S Voltage| Installation | Color (Option) Coly
Model Number | | A 6 = -RYGBC

or @ Tiers

[D|2avDC

Direct mount with

cable connection

Direct mount with

Screwless Terminal Block connection
Mounting angle and steel pole

W] oft.white
@ Silver *

Color for each tier in Signal Tower Mode (Factory
default setting).

R(Red) Y (Amber) -G (Green) B (Blue) - C (White)
(The LED light color for each tier can be changed
after purchase.)

With Flashing/Alarm

3% [U] is not available for [LJ . @ Without Flashing/Alarm

with cable
. Rated | Mounting/Wiring | Body |Flashing/Alarm
ModolRy EEDJliers Voltage| Installation Color (Option) Color
Model Number | L A 6 = | ' .RYGBC
@ Tt Color for each tier in Signal Tower Mode (Factory
@ 100V ~ 240V AC default setting).

Direct mount with
cable connection

\W| off-white

R(Red) Y (Amber) - G (Green) B (Blue) - C (White)
(The LED light color for each tier can be changed
after purchase.)

With Flashing/Alarm



E KEBDZFFE <T3% | Part Names and Outer Appearance S

BRFIC, HReEONAREERELTOET, BROERGLEDBEL L TTELRLEEL,
The full product appearance is indicated according to its model number. Refer to the model numbers as a reference to its
appearance.

T
Raﬁd V?)Itage @ m
LS - BefRALAR % m

Mounting/Wiring Ir n

kg =] PIIZAS D)
Body Color Silver (Not available for the Type)

R T —EE
Flashing/Alarm (Option) m . m

— )

* BRTIHERELTEYE A,

KEBD2F & 5Fi% | Part Names and Outer Appearance

&R, [5]L > X 5 &, [Bl=iA - 79 —H HBORTY, » » ‘
BILYX3BDBERT I 2—L Y XDBETENNE BV ET Ko [N HHlEL - TG L HROBEIE. TH—r— XD E0RS
IKEVETY.

Each figure contains 5-lens tiers [5], with flashing/alarm [B] functions.

For 3-lens tiers [3], the overall height will be shorter. Also, for specifications not including the flashing/alarm[N] functions, the product will not
include a buzzer case and the overall height will be shorter.

] Direct mount with cable connection W[IN| BRI « RZ 1 21— L RBFE g (B4 : mm)
@24V DC Type Direct mount with Screwless Terminal Block connection (Unit: mm)
DC 24V 1t
%24\/ DC ';y:f 2 [TN]fH#% &R / [TN]Spec. Underside View
16 =755 FEftAR LR
| 16 (M16x1.5 Bt LEE 12mm)
Threaded hole for cable gland attachment
(M16x1.5 Effective screw length 12mm)
<ft: 2> A
<Overall Height> <g1ﬂ§”. Hgglri>
~ 1320 veral elg
(5]-IN: 280 B3]l 264 T
[3]-[N]: 214 [5]-[NJ: 290
: [3]-[N]: 224 @

=719 F | Cable gland
G ARRIT—TWI 7V FERBLTVE A,

<Note> The cable gland is not included with this product.

@*j " B
@// 6

Nﬁ #4817 / Accessory Assembly

RN

OO 4

@ S o Lo TR (M)
! S M4x20
prad: L 0 | o % 3% / 3pcs.

S 12560‘ 8.5%1 i ’ S pes.

@ (%0, L A o 7529+ (4)
. 1 (1360 : Flanged nut (M4) &)

ifj) 1578 : UL2464/ANG24 260 o =" 3fl/3pcs.

- (26.5) Wire length: (1360) y N
(Max.2/8.05) Wire style: UL2464/AWG24x11C AT ATRERRE & 4mmL T T,

*1Maximum Board thickness: 4 mm

¥ BETIERFELTEYE A, 7



B[LJ|RF—IVE— IV + BT V0« 5 TR ¥ —T )b 1§
M [LJ]Steel pole with mounting angle and cable

[D]DC 24 V f+#%

[D]24V DC Type

:['16

<ftig: 2@m>
<Overall Height>
[5]-[B]: 320
[3]-[B]: 254
[5]-[N]: 280
[3]-[N]: 214

Lalos ]

©

313.

=
»
3

ISIONG
\
\
| \\\
)
| [}
| o \ |
[ 7 G
/ H :
= [0 - iR,
v |
N
LBy
8

gRiiee

& 1 1060
#3778 | UL2464/AWG24x11C
Wire length: 1060
Wire style: UL2464/AWG24x11C
#3 BRI AT REARIZIF16mmEL T T,
%3 Maximum Board thickness: 16 mm

B(WJERHT - F+ T 2177 —T It
B [WJ|Direct mount with cable connection (LAB-5A)
[A]JAC 100 V ~ 240 V {1#k
[A]100V - 240V AC Type
[ 6

<ft# : 2>
<Overall Height>
[5]-[B]: 390

?

\
|
3—

© @

[T
110
110
(o)
8 : (1360)
#5481 UL2464

TRIR) AWG18x2C
(534%) AWG24x10C
Wire length: (1360)
Wire sytle: UL2464
(Power Supply Wire): AWG18x2C
(Signal Wire): AWG24x10C

(Max.28.05)

x4 BT AT REIREIF4mmIA T TY .
%4 Maximum Board thickness: 4 mm

&S & 15 HS % i 5
Number] Name Material Number| Name Material
A RAN— wFeEI>Tv b
! Head Cover ABS 8 Terminal Block Bracket ABS
BHRLVX Bhzk/Ny F 2 RRAULEY
2 Lens PMMA 9 Waterproof Packing | Urethane Foam
TIE—LVX Fv 724 ¥ -1
8 Outer Lens PC 0 Cable pve
AT A R—Ib FE
4 | Body ABS | Pole Steel Pipe
5 |USB A\~ ABS 12 |BETYIIV MR
USB Cover Mounting Angle Steel Plate
TH—r—% RERZ Y
6 Buzzer Case ABS 3 Multi-function Button ABS
7 |BE7579F  |aas 10 | RS &
Direct-mount Bracket Accessory Assembly | Steel

G 7 R—7(REYNTIVR—2) G AT 5y b &Y EE5) OB
LAREEIFZ R L TV E T ZOMDERIE IR L EL T EEL,

{Note) > The arrow mark (stackable mark) shows the part of the Main Unit (upp er
portion of bracket) which can be removed. Do not disassemble any parts
other than the parts indicated above.

@Eﬁirj‘{a V(N FAIR=E5L) / Multi-function Button (Remove Head Cover)

Ay FAN—F EIEILTOY V@R LTHSEYA LT REL,
(EFHHE DA LOBDFIETE > TLREY)

Remove the head cover by turning it to the left to release it from the locked position.
(To re-assemble, perform the steps in the reverse order.)

©

GE) zOaAXT 2
FEHALEEA.
(Note) This connector
is not used.

(5)USB #1/\—%B 34 / USB Cover (Detailed Parts)
(D1 —EB T4RAE)

22.2
H (Cover in opened position)
A4/ 0OUSBIART %
o (Micro-B X &)
188 Micro-USB connector
(Micro-B Female)
GE) - USBAN—%ZRFZIE. RA4F RS/ (5%ME3mm, HE

0.5mmIUT) EYIREBICE LAATRF T EEL, (KMEDEFE
HRUCHEZHEIR. £FI v I/ROEOEFBLTLILEY)

+ USB AN—I3BERICRAD T F2E Ly, IEELKBE > TW L &Rk
HEDMETLEY,

{Note) - To open the USB Cover, insert a minus driver (blade-edge width of 3 mm,

thickness of 0.5 mm or less) in the indented part and lightly pry it open.
(Use an object made of ceramic to avoid scratching or damaging the Body.)

- Ensure the USB Cover is closed at all times. If not securely closed, its
waterproof performance will decrease.

B37 > JIVEEBORMHETE

Part Names and Outer Appearance

(Mounting Angle)
[LZF—ILR—IV+Bd 7 > 4 )L IR L TW BB 7 > )L
DEEBOBIETETT,

The following are the dimensions for the mounting angle attachment.

4R / Top View (B4 - mm)

(Unit: mm)

o ‘ :
Q - e 32
o]
Q ¢ M TN
60 —
81

fIER / Side View %R / Rear View
|

4.5T 1

X%
‘L’ Bracket




EY{3753% / How to Install .

A\EE | Caution |

BB, TR T & 51 LT REN,
AR &

HATERESBBT L
ESEBACHBT L

The following requirements are necessary for

proper installation.

- Install the Signal Tower where excessive
vibration is not present.

- Install the Signal Tower on a sturdy surface.

- Install the Signal Tower on a level surface.

W3S T IEIRE S ol IMICRE TEY I TR,

Only install the Signal Tower in an upright or inverted position.

OﬂﬁO‘ﬁ‘ X 5 X

CDEEIFT A b DOFERFCCHHI/N\— k15 (T

£3552A 705 VEROHIRITENLL T

BT ENEHENTLET, N5 OFIBIE A&
%::j EEABEME CEAT 5HAICRY  BRE

E(CHT BB RERBABT ADNSE >

CREHEATOET,

([D] DC 24 V f1#5)

This equipment has been tested and found to
comply with the limits for a Class A digital
device, pursuant to Part 15 of the FCC Rules.
These limits are designed to provide reasonable
protection against harmful interference when the
equipment is operated in a commercial
environment.

( [D] 24V DC Type)

O LRTREEATUAN DRI LIz T 2T,
/‘x (Eest LeTeeEirnid. I B &R0 RFRE k)
S (P7-8)EBRL T F2EL)
Do not remove parts beyond those designed to
be removed from this product.

(Refer to [E] “Part Names and Outer Appearance”

(P. 7-8) for parts which can be removed)

ARG EAFEHIS TIEFER LEWTLEEL,
([D] DC 24 v 1)

This product must not be used in residential areas.
([D] 24V DC Type)

—AgBY 75 HN{ /5% | General Installation

HEONHIEZRRY 3

Verify the signal tower installation position.

RA > b/ Point

35N - BERNIER—F 593

Mark holes for wiring and installation.

GE) BRI [TN] HHDIBE TS, RyFirE
<Note> Figure is for Punch etc.

or installations.
HAJEUHE (oP.23)
Installation Template (—P.23)

BIRIE (-P.23) ZEALT. RV FHETHNMITS
EFRICR—F 2 J LTLIREL,

Use the installation template located on P.23 and a punch,
etc. to mark the places to make the holes.

\ AR = - el g \
R TDT =R LTEEL,
D EFHLELD
- ESROEH LA TEZD
- USBAN—%ZRBICE S ML H 2D
- JY—ROm0AE ([B]sUEE - 7Y —A 40
+ Use the following tips to check the installation position:
- Will it obstruct other equipment?
- Can the wiring be routed properly?
- Is there space available to open and close the USB cover?
- Where is the alarm direction ( with |B|Flashing/Alarm) facing?

\ J

AP - BEARINERT B

Make holes for wiring and installation.
FUVizE
Drill etc.

GE B, W g Tl
HEDIZETY,
<Note> Figure is for WJ]
or installations.

R U VI ETBYSINE K UERRNERIT T REL,

Use a drill, etc., to make holes for installation and wiring.

FIIE @ LIEDIELIE TR - Bt kBT,

To continue from procedure @), refer to the model type (WJ), (TN), (LJ) for their mounting and wiring installation.



EftF - RV 21— L ABFEAEDIES
Model Direct Mount/Screwless Terminal Block

R« (NHEOBES) £E7F—21=v b 9
(Bl 0IHE) MBI 3,

With the body ([N]type), or alarm unit ([B]type),
turn it to the right to remove.

@ \
G BFEISTy beRT 1 (FfiRIY—
d=v k) IE2%H>2TVB Y — Figk
BIo|RSBELTLEEL, s
<Notes> Do not pull the lead wire connected
to the Terminal Block bracket and
body (or alarm unit).

BFETIS5 v bEF Y FCEET 3. O -
Fix the Terminal Block bracket in
place with a nut.

/0 RT3,

err:-?« (NHHEDIBS) T fE 7 HF—1=v b
(BliHEDIHE) EEH T 3,

Assemble the body ([N]type) or alarm unit

J ([BJtype) is attached.

~H 56 (P.12)

Attach the wires (- i Wiring Example (P.15))

=775 FBMfARL

(M16X1.5 H#hRLERE 12mm)

Threaded hole for cable gland attachment

(Effective Screw Length for M16x1.5 is 12 mm in length)

\_/0 BEIIELTY—UVIF3, > EZEDTF)

Model Steel pole with Mounting angle and Cable

0 FUINI (@11x2 EFR)
Drill Hole
(211mm in two places)

(SHRATEAE (P.23))

EREEL. Kb e
ZEET 3.

Feed the wiring

through the hole and

set the pole in place

to install.

BB VY

Recommended Torque
30 N-m (Standard

A
W@

Mounting
Surface

RA >k 2/Point 2 N

BT > 7)1V ER LIEWESIE.
HF7R (@22 ~ 23mm) BV TELY
FHFTLEEL,

When not using an attachment angle,
make a fitting hole of @22-23mm.

BEEY 3.

(—Installation Template (P.23))

SN ~ LY

122N'm (BR)

Recommended Torque
12.2 N-m (Standard

MROARIVE - Fv F(M10) T

Use commercially available
bolt nuts (M10) to fasten with.

TS
#(T RV 2 | [Recommended Torque | @ } @ Use waterproof sealant if - Below)
}Ws N-m (B%)| [ 075N (Standard) L ) needed.
RF—IVR— IV BT 25l - ¥4 781 Yo —F IEHEORE e A VIER

« BSEOERAIL S5KEEHDH BiFEIE,
IS L UERBRINIC T — ) v T 0B %
LTLEE L,

« If the installed environment exposes water,
etc., to the back-side of the mounting
surface, be sure to Use sealant on the
mounting and distribution holes.

oy — U TS B,
(BdEDEML5)

Use sealant to prevent water intrusion.
(from the mounting back-side)

Bl « F¥ 724V T— DIV EHEDBE
Model Direct mount and Cable

RRERENIGET,

ISRV b ZEETRISET
Thread the wires through the
wiring hole.

Insert a mounting bolt into the
installation hole.

10

0 BERIECTY—UVTT 3,
Use waterproof sealant if
needed.

= +)
(— Above)

B NZA
[0.75N-m (BR) |
0.75 N-m (Standard

6 BN 5Ty FEHESHFS,
Attach the mounting nut
from the back-side.




BoiRA & | Wi

ng

A EE | Warning

oN

EiREH TSRS T IRBEIREEICL
a— F?’élmhb\?i) YEY,

Be sure the power is disconnected
before replacement or repair.

Failure to comply will result in damage due
to short-circuiting.

IFM

llll7

C?
‘(/ﬁ')

N

lw)

B - XS LUERABEZME
WES TERLEEL,
BRI BENDHYFT,
Ensure the proper working voltage is
used and that direct current or
alternating current is properly applied.
Failure to comply may result in damage.

TE

ARG E /Y V% USB #2158, /Y IV PEIUEERICARANE
RELT & USB 59 %/ 8 O D FG ()

HROBHEPHRADRALEYET,

- BRI iun“&%“?%fﬁ,ﬁﬂ)v%%?%?%ﬂb(?’% R T BEE

HMEENGVE S I LT EEWL

RO LR K Sl LTTEE LN,

When transferring data via USB connection, do not allow the supply voltage from this product to contact with the

personal computer, or it's peripheral devices.
Failure to comply will result in product damage due to combustion or fire.

- For example, in cases where you ground + terminal of the power source supplied to a product (plus grounding),
FG (housing) of the personal computer which makes USB connection with this product should not be grounded,

and please make.

/A\3FE | Caution |

%@@

27 a—LRGFRICERTS—F
BOR FY v FFiEE 98 Imm [T LTL
EV TNK YRV EERARDEND
HY . IhEVR\WEY 3— PRI SZE
nhbYEd,

(INJBHS + R U 21— L RIBFE )
Strip 9+1mm of wire insulation from the
wire to insert it in the Screwless Terminal
Block. If the wire is shorter than 9mm, a
poor connection may occur, and if the wire
is too long, there is a possibility of electric
shock or short-circuiting.

([TN] Direct Mount/Screwless Terminal Block Type)

A LEWMESRISNEHERICERT S
BEIEHY FHA.

ZOB G L TWEW Y — FIRIE ST
1R DEFIIE L T 2T

It is not necessary to connect to an
external lead for tiers not used.

When an extra lead is not connected, it
should be individually insulated with
electrical tape or something similar.

) — FIZDBIRDB R Y 1 — L A GFiF
AODSEHLEVLE S ICERL TR
TV, T3 — PRI BBNDHIVET,
(INJERHS - 291 12— L RBFE HHR)
Wire the product so that the lead wire
does not protrude from the Screwless
Terminal Block. Failure to comply may
result in short-circuiting.

( Direct Mount/Screwless Terminal Block Type)

) — FRZEBI23R2 T W AGREICH LIAATEY LIEWTTIREL,

Do not pull the lead wire or push it inside the body.

X

*K#

ESHRICIIEEEMLEVLTZEL,

WETZENDHYET,

([A]AC 100 ~ 240 V {#%)

By all means, do not apply voltage to

the external lead for tiers.

Failure to comply may result in product
damage.

([A]100V - 240V AC Type)

Power Supply/ \External lead
// E>X¢’\

BREREESHEERLEVTIREL,
HWIET BN DHYET,

([A]AC 100 ~ 240 V {£4%)

Do not connect power to the external
lead for tiers.

Failure to comply may result in product
damage.

([A]100V - 240V AC Type)

EIRKR ON/OFF |

&L BEARTIEE T HEDEVTLRE VN REDRREICA Y 9. ([A]ACI00 ~ 240V 14
Do not control the flashing display by switching the power source ON and OFF for the A type. Possible cause of failure may occur.

HBAL / Notice |

=

B ERENSIHEIF BER T 2EE LBYGHRE - MECRRL LT
If wiring is extended beyond its factory length, a relevance in the length of the wire and wire gauge will cause a

voltage drop.

11




[

HNERERDIER T & ICERAZEEH L TVET,
B E CREAAEDBEILE VT, TRALRIRERAICEMOREIMERBONBROEhE (XL,

EsE R A9V1-LAEFEIXS PINEE (TNJERF 27 1—LARFE )
LED1E&B /AN ER/
[y R
3 ! Po.
HisER i (TN B
[BSOE—FI/(RT—FE—F] | XZUa—LR (e R TIGE S/ ST IR O
| IRFE fER) R EF B EEKRB|E
S T DEE 5| = =
| EFH0%S % PIN B AREBEAALEE
| BR D|D|D[D|D|I|]|%|p|&| K
I uoe ELEEEL Bl
(v T 21— FIEEDH) Al
GE) U — FigOEIE LED D3tins % % % % % % % & '?é?J
KT LOTEHY A, 112131456 |7] |&#®
W —D¥E/ N2 —> (TR W) — FIRO#ER R
2= S&Nol 51 WEER [REEYR
7¥—2 HENo2 UL1007 /UL1430 | 0.5~1.5mm? | AWG20~16
FH-1ETH22RARAS F No.9 CREERHTSCUE, BEAFROLDE TEAREL,

BE— FHFICOVT
TE—FEIBEUCANT BT ETIMEFE— FERAY— b E—FICYIWBZ BT ENTEELT AY— M E— FTIR BRAGRLT - 7Y —
KRIBHATRETT . 3% L < 1R — L—<X— (www.patlite.cojp) & W HBAIIRHRAEE 4V > O— FLTTEIETL,

A7 —LRBFENDOEHRT E ([IN| B - 27U —LRRFE 445

LIN—%RET,
W—FghnysEhic
TEEMBRALTIEEY)

RATZAFZA NS FKENE 2 ~ 4mm FTE 0.5mm U TFDOHD
ZEALTREL, YR TEHR)

HFEDLN—DBICEDET  LN—RBBEYEISRAELEVTREL,

Ak EERST, WY BENABYET.
Liie LB is B - U= BOR Uy 7 9 Tmm I LT EEL,
; % - FEERYA T I 23R TRYAE LT REL,
PN e ZRUy TR — F%E WFLN—ZBIELTAY S ERRLTEEL)

BAQIEAT S, h g

| NEE | A LGEWMESIRIZ 1 AT BB L T EL, Ya—FF2RBNDBVET,
CEESITE-FIRBL TR - RAZHAT B8 NRRAITRIA - KBAZTNZTNCHAIZ Y b ZRAETZHENHYET,

NEBE RO we o W
H |
BERJL— ; ~]
| g
} —~ | T
| | ~ | ShEER
(N5 - 79U BlSHA - 795 i >
- R S~
N Bo | —
D] LED1BB/ANT B/ L L —
LED2EE /AN 2 [FI®
LED3EE/AN3 /G
LEDABYE / AB14 /@

I¥—1/Ah6 [F®
ITH¥=2/AN7 _ [Z=/D

> >
5 >
5 >
LEDSEBE /ANS5 [BE/G — ] SNERER
> >
> >
5 o>

£— Ry [3E]/G)

TR [A/G9

B E® |
| LA

DC24V(V 5 X 2) (FEt7z L)

12



BB A DTS ;
PLC(NPN & 592 %)

A6 REEI L 750> ! pLC

HA1ZY @

@W&L 7%k L Bk - 7%

Ry
}
S| EEEE
}
}
[+

%NO) L3 N S A N
LED1BE/ADT R/ Lo b b e
LED2BE /AN 2 /@ e
LED3BE/AH3 /B [
LED4RRE /Ah4 [1/@ [
LEDSEE /AHS5 [E/G [
IY¥—1/Ah6 [J®© [*3
IY—2/Ah7 (=@ o+
il L7 [Bkl/@ o
}
BES /6 Er=e
TEE El® — Elé'l%ua";
[c]mulamre) £ B
DC24V (752 2)
LA6

NERERDER
— GEPNP B k5> T2 2 T - FIRAILESERETE LA
PLC(PNPEI NS VIR 4H) DTEHLENTL T,
=3 - BEROBIEE PLC DT OS5 LTHIHTLREL,

NIz L - 74 -1 L Bl - 744

R EELEL L S
IEDBE/ADTV RO }
LED2ERE /AN 2 [F/@ > |
LED3ERR/AH3 /B O |
LEDAERE /AN 4 /@ o |
LED5ERE /AN 5 [H)/5) O |
TH¥—1/Ah6 [F© o |
IH¥—2/AN7  [E/@D |
E— Ry [B/aD |
|
EIRR —
EES — I Ecﬂgna'ﬁ
o—J® £+B
DC24V(7 52 2)

|A‘Eﬁ| TRR([A/0) Z#FELAVEE RABRONRNET. REEERLTABESERELTIREL

LA6
NS DRER § L = ZAETR
PLC £Feld HHES Y L— INEL - 795U BEdE - 794 16 A, 5 psec
=5 - AR
ot Bo .
PLC (NPN) PLC (PNP)

& LED - JH—
ART~7  [EE|/(D~D)
E— Ry [HRl/GD — |

"

DC24V(Y 3R 2) DC24V(77Z 2) DC24V(77X 2)

[¢:7:24B)
ESSTEET>
13
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EE]

S ERHE S OB T R=anLzLl

AR L—
SRR
LED1E¢H /AB1 3
LED2EH /AN 2 [T
LED3EE /AH3 [A
LED4ERE /AN 4 []
LEDSERH /AN 5 [E|
TH¥—1/AH6
TY—2/AH7 =
E—FE k
FHIER = ]
BIFAR | x| S —.
= N
ba1—X
Ta " ACI00 ~ 240V
LA6-5A L PLC |
SR R DR >
PLC(NPN B 5 IR %) >
>
3 HA1Zv b
e
1 h A }
LED1ERE /AN 1 ——
LED2EEE/AH2 [ ]
LED3ERH /AH3 [A
LED4AERE /AN 4 [
LEDSEH/ANS5 B
TY—1/AN6
IHY—2/AN7 &
T Ky i
FHER #
BRI
TR LN
ta—X
a " ACI00~ 240V
b1 —XERER ZABFHED—IV FX2— bE))
250V/1A FELRE 25°CR 16 A, 2 msec
5x20 mm EIMRIA S REL 1 —X BFERE 50°CHF 50 A, 2 msec

| BV | RECLEREERLEWMVSGEIEI X CCUEDOE 2 —X&FERLTLEEL,

ESERAE
ENAE 100 mA I E
HEE DC35V LI E
LhER 0.1 mA LT
ON EBE (Vsar) TVILTF




Wiring Example

The wiring example indicates how to connect to external contacts for every classification.
If there are any special applications that require asking questions concerning this product, feel free to contact your PATLITE Sales
Representative.

Wiring Example Index Screwless Terminal Block Connector PIN Arrangement
([TN] Direct Mount/Screwless Terminal Block Type)

LED Tier 1/ Input 1
_ =

Function Name

[Signal Tower] mode/[Smart Mode] Screwless Terminal 11213456789/ 1011
Block Type) plolelgizs|o|E|s|olz|[p

= = &
—> Refer to the “Screwless 21586 |2|8 |8 5|8 |8 =
Terminal Block connector @® |5 @ A= x| @
PIN arrangement” figure rloc|Cc|C | C > > |0 mOg 2
on the rigt?t. 9 g g g g g oD g 23 ‘gg g
Lead Wire Color 2|0 |e|&|a|3 |3 |3 23| @
N SIS |2I22R3lz2 o
(Cable Specification) 3|83|2|2|23|5|5|2g535 3
<Note> The lead wire color does not indicate SISI5|5 |52 |2 |s gee| S
) IR |B|R |G |g < 2z | 3
the LED luminescence color. > |3 S®e 1%

B Recommended lead wire specifications

W Alarm Sound Pattern (Factory Default) Wire Type Wire Gauge (Solid Wire)|Wire Gauge (Frayed Wire)

Al Alarm Sound No. 1 UL1007 /UL1430|  0.5~1.5mm? AWG20~16
Alarm 2 Alarm Sound No. 2 e Temperature rating should be above 75°C, and the conductor material
Alarm 1 and Alarm 2 Entered Simultaneously | Alarm Sound No. 9 should be of copper wire.

B About Mode Switch-over
When entering the "Mode Change", the operating mode can be changed to the "Smart Mode." In the "Smart Mode", various lighting
and alarm patterns can be arranged. Visit our homepage (www.patlite.com/) and download the "Complete Operation Manual" for
further details.

Screwless Terminal Block wiring method ([TN]Direct Mount/ Screwless Terminal Block Type)

The driver is d to rel ——
the lever. (Check to make sure the Point \
‘ lead wire has been locked in place:) « The minus driver blade should be at least 2.5mm by 0.4mm in size.

« Do not forcibly push the lever more than necessary with the driver.
Failure to comply may damage the unit.

« Strip 9mm (+1mm) of wire insulation from the wire to insert it in the
Terminal Block.

« When removing the lead wire, do not just pull to remove.
(Be sure to operate the lever to release the lock.)

o A minus driver etc. is used to pry the
lever slot of the Terminal Block open,
by pushing straight onto the lever slot.

Lever ’
= %

9 The stripped side of the lead
wire is inserted in the slot.

ACautionl When an extra lead wire is not connected, it should be individually insulated with electrical tape or something similar.

<Note> When lighting and flashing are used together in the “Signal Tower” mode with a PLC, it is necessary to separate the flashing and

non-flashing circuit outputs on the PLC side.

External Contact Classification LA6 [roneet ||| —
i |
Voltage Contact Relay I } -
i | > o
| | RSN For Flashing/Pulse Enable
: } o External Contact
i@V\ﬁlhuut Flashing/Alarm [B]With Flashing/Alarm } > o
Flashing/Pulse Enable, } > o
_Common line____ O ]
D] LED Tier 1 /Input 1 IE/D
LED Tier2/Input2 [(EEH/)
LED Tier 3/Input 3 [IE¥I/3)
LED Tier4/Input4 [IEIIT0/@) For Lighting

External Contact

LED Tier 5/Input5 _[White/(5)
Alarm 1/ Input 6 Purple iG]
Alarm 2/ Input 7 [Skybluel/(7)
Mode Change [ Pink |/a1)

Power Supply Wire  [EETZAl/G0)

Power Supply Wire |/ T I
EE=
L 24V DC (Class 2) (No polarity) 1 5

(1{{{1f
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External Contact Classification

PLC (NPN Transistor)

External Contact Classification
PLC (PNP Transistor)

LAG \ PLC §
| >
1 Lr
1 e
S Output Unit 2
| [NIWithout Flashing/Alarm [BIWith Flashing/Alarm
Flashing/Pulse Enable L+
_Common line JORINE T N\ A o
LED Tier 1/Input 1 [IXEN/D
LED Tier 2/Input2_ [FIZRrT1/) o
LED Tier3/Input3 0¥/ [
LED Tier 4 /Input4_[I=IT/®) [0
LED Tier 5/ Input 5 {-} Output Unit 1
Alarm 1/ Input 6 E}
Alarm 2/ Input 7 E}
Mode Change -
[
EowsiSupplyig Circuit Schematic
Power Supply Wire | | [ C
a1 g E+B
24V DC (Class 2)
LAG

[NIWithout Fiashing/Alarm [BIWith Flashing/Alam

<Note> Since flashing and intermittence are uncontrollable with
the PNP type transistor, do not connect it.
Control flashing and intermittence with PLC programming.

Flashing/Pulse Enable
§gmm0ﬂj@,,,,ML®,4<,,,
PLC
LED Tier1/Input1 IEYR/OO) e ;
LED Tier 2/Input2_[SIERrT)/) B
LED Tier3/Input3  [0¥/3) O
LED Tier4/Input4 _[I0TCN/@) o
LED Tier 5/ Input5_[White |/(5) [
Alarm 1/ Input 6 >
Alarm 2/ Input 7 o
Mode Change &
|
Power Supply Wire Circuit Schematic
Power Supply Wire || C
[c] o) B
24V DC (Class 2)
|ACaution | When /9 power supply wire is not connected, inrush current still flows.
LAB
External Contact Classification 3 L»J @ Inrush Current
Voltage Contact Relay or PLC | |[NWifoutFlashingam [BJWi FlahingAlam 16 A, 5 psec
Flashing/Pulse Enable
Commr TG,
e — Relay PLC (NPN) PLC (PNP)
Input1-7 [Each colorl/(D~ (@) ] B ] [ | 1
Mode Change* [Pink ]/a1) {) ] \D—‘ b Pﬁ IR | (\"’ |

3% There is no inrush current on the

wire for “Mode Change.”

Power Supply Wire
Power Supply Wire

Yellow|/!

24V DC (Class 2)
(No polarity)

24V DC (Class 2) 24V DC (Class 2)



>[o)

External Contact Classification

Voltage Contact Relay

External Contact Classification
PLC (NPN Transistor)

Flashing/Pulse Enable

_Commonlne W+ i

LED Tier 1/ Input 1

LA6-5A  TOVVSREERERN s
; ] I 1
I § } o
' | S
: | } S~ For Flashing/Pulse Enable
§ ! } g — External Contact
| | |
[ | } > o
Flashing/Pulse Enable | > o
_Commonlne W | —~
LED Tier 1/ Input 1 —
LED Tier 2/ Input 2 ~
LED Tier 3/ Input 3 —
LED Tier 4 / Input 4 — For Lighting
LED Tier 5/ Input 5 - External Contact
Alarm 1/ Input 6 —
Alarm 2 / Input 7 —
Mode Change —
Lighting Common line
Power Supply Wire
Power Supply Wire L ) N
Fuse 100 ~240v AC
|
LAG-5A Do Not Apply Voltage! pLC
} o
| o
i o+ For Flashing/Pulse Enable
| g Output Unit 2
| BWith Flashing/Alarm 5
o

Fuse Ampere Ratings

250V /1A
5x20mm Fast-Acting Glass Body Cartridge Fuse

LED Tier 2/ Input 2 o
LED Tier 3/ Input 3 [
LED Tier 4 / Input 4 E} For Lighting
LED Tier 5/ Input 5 E} Output Unit 1
Alarm 1/ Input 6 [
Alarm 2/ Input 7 o
Mode Change -
Lighting Common line |Y >
Power Supply Wire Circuit Schematic
Power Supply Wire L
pply. ‘ : »B
use
1A 100 ~ 240V AC
Power Supply Inrush Current
Ambient Temp. 25°C 16A/2ms
Ambient Temp. 50°C 50A/2ms

| Notice | When a regulated power supply is not being used, select a fuse that meets class CC or more.

Signal Contact Capacity

Current Capacity

100 mA or more

Withstand Voltage

DC 35 V or more

Leakage Current

0.1 mA or less

ON Voltage (Vea)

1V orless

17



| 6 | B%E 7 — 2 Di%(EHE | Setup Data Transmission Method

A Z4% | Warning
E| ARGE/N\YIOUE USBERYT 255/ IV PRIESRICARGOERI M ERLEVKLSICLTIEETY

x HEDFHRPRADRE LG Y £,
/ - BIAR RREHET 2ERD +InF AN (75 ) T 5568 ARG E USB #5 T 5/\Y O 0 FG (EF)

AMEENGVLSIC LT REWL

When transferring data via USB connection, do not allow the supply voltage from this product to contact with the

personal computer, or it's peripheral devices.

Failure to comply will result in product damage due to combustion or fire.

- For example, in cases where you ground + terminal of the power source supplied to a product (plus grounding),
FG (housing) of the personal computer which makes USB connection with this product should not be grounded,
and please make.

AETIFAY— P E— N TERIBRET —2OXEHEEHRBLTVET,
BET—2EH50 LOFR L THEBELHYET,
FUHLLSIAS L URET — 2 DIFBGA. T— 2T T ) =2 a VY T DNV TE TSRS
XT—RERT TV —2 3V 7 FOAFFHEICDOWLTIE. 4t HP (www.patlite.co.jp) Z T8 < T’..‘é’l,\
This chapter explains the application of the "Smart Mode." It is necessary to create a set pattern data beforehand.

For more detailed explanation on the creation and setup data for patterns, refer to the help section in the software for creation of
setup data.

»* To find out about the software for creation of setup data, visit our homepage (www.patlite.com/) for further details.

BRAET3ED - @ K&
@ T —RERT TV r—avV T bEAVA =V LTz/NY 3 (Windows® 7/8/8.1/10)
@ <10 USB 4 —7 )V (USBA # R — USB Micro-B 4 )
CERA7AUSBT—T IV RELT—2EEDTERLDERBELTIEL,
(ABRITTA 70O USB 7—TIVIEEB LTV EA)
M Preparation - - - - - - This product
- Personal Computer with the software for creation of setup data installed (Windows® 7 /8/8.1/10)
- Micro-USB Cable (USB A-Male to USB Micro-B Male)
< Note > The Micro-USB cable should be able to charge batteries and transmit data.
(The Micro-USB cable is not included with this product.)

WERXFIE LA6 (i) nNyav

O HREFRESSANE T T OFF) LT 3, LA6 ('l?ack) =» Personal

o ERASIE ON/OFF EB5TELEVEHA) P il bCDmP“‘E'
BSD USB H/\—%B 5. (BE) X450USB Yy~

© <150 USB r—FILEINY I ERRUERT 3, (GE) L s

O F—RERT 7V r—av V7 rOTEERIRE Y EI )Y I T B, (Not included with this product.)

O F—aPEETN EENRT LE LI ERTEINS,

O <170 USBr—TILERY S L. USB AN\—%BSH S,

(USB H/\—I3RERICEASH TL FEELY)
M Transfer Procedure

o Change the product to the standby mode (all signal inputs are off).

(The power supply input can either be ON or OFF, whichever is easier.)

9 Open the USB Cover on the product. (Right figure)

© A micro-USB Cable is connected to a personal computer and the product.
(Right figure)

o Click the "Transfer" button in the software for creation of setup data.
When data transfer is completed, a "Transfer was completed" message
will be displayed.

@ Remove the Micro-USB cable and close the USB Cover on the product.
(Ensure the USB Cover is closed.)

(R4~ b I Point

c WEAOEBREANDONICG>TWBBEIE, T—2ERT7 TV r—avv 7o IREl R42%200)v I LT,
BET—2OMET AP EHTHESTENTEET,
If the product’s power supply is on, the Multi-function Button in the software for pattern creation data can be clicked to
test the setup data operation.

USB /\—
USB Cover

RAYBUSB AR %
(Micro-B % X)
Micro-USB Connector
(Micro-B Female)
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BRERZ DfELT | How to use the "Multi-function Button

WRERORERZ > (- B EBMOLHETEPT~8) ER LT UTOREES T HSTEHTEET,
Y -—EERE ... ABRPETRBTELY,

‘LEDBOEE .......... BRORABEZEETCELT,

CN=TAVEERR ... N=T 3V DRERHTEETT,

- BROWHBE ... HROAE ) ZHEAHFOREICEE LET,
(ESHE—FOL EDREZ TFHARRENGE LET. T —OREPRAI— FE— FORET— 21
EBTNELA.)

The product contains a Multi-function Button (Refer to e} Part Names and Outer Appearance (P. 7-8)) under the Head

Cover in the upper section, which can be operated as follows:

- Alarm Sound Control ... Adjustable up to four steps.

- LED Color Change ..... The luminescence color of each tier can be changed.

- Version Confirmation ... The current version of the product can be checked.

- Product Initialization . ... The memory contents of the product can be cleared and returned to factory default values.
(Returns to the Signal Tower setup mode. The alarm sound pattern and the "Smart Mode"
setup data have not changed.)

W SRERE >V DRERE (T -SERR)

B Multi-function Button Operation for Alarm Sound Control

REVRY REVHRY REVRT % REVRY
ﬁﬁ'%— I“ Push Button Push Button Push Button Push Button Push Button
L L L L
Standard _2_ L = ‘-‘ Zgh /| o ae n £ e /=
Mode Pp == P == =2 HE
Maximum Medium Minimum Mute
Volume Volume Volume

[ 79— B 2R IUNDRIEAEIC DN TIE, B4 HP (www.patlite.co.jp) & W8S EREAEE XV >~
O—RLTTELEEW,

To find out more about Multi-function Button operations like the "Alarm Sound Control" indicated above, visit
our homepage (www.patlite.com/) and download the "Complete Operation Manual" for further details.
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| 8 | {t#% / Specifications

Stk
Y LA6-CICICICICI-0] (2.BISCHEREER
EREBE DC 24V AC 100 ~ 240V (50Hz/60Hz)
BEGARE ERRBE T 10% AC 90 ~ 250V (50Hz/60Hz)
} LA6-5DLJLIN-RYGBC 5W LA6-5DLIIB-RYGBC__ | 6.5W
R [A63DLJNRYG | 35W | _ LAG63DLILBRYG | 45w | LAG-SAWJWB-RYGBC | 6.5W
sugmes [A6-5DLJLIN-YYYYY 7W [A6-5DLILIB-YYYYY W
RAHRE BK LA63DLILIN-YYY | 45W | _ LAG-3DIBYYY [ 55w | ASSAWWBYYYYY | 7.5W
[ =Exs JH—5f  No.l BERKX
ESRER HA 70mA &A 20mA
FRER FA_15mA
FREH &A 0.6W
FERRERE -25°C ~ + 60°C
FERRAEERE 90%RHIU T fEBHET L
RERAREE ~25°C ~+ 60°C
RERAERE 90%RHUF fEZELHET L
EXfsimPR =2
EAE : #hm : WHRE
1 . 1
{5 il I | Foil
1 1
'l 'l
REZE 1P65 (7 —f{L#%: IP54) IEC 60529
BRIERM IE75 mERT
#3IMA : £¥R180.3mm p-p (10~58.1Hz), AEE20m/s? (58.1~150Hz)
HACHOUOE | moeseanma : pnsRz20m/s?
THEEE LA6-CIOWIOID [$33(fHA : £4R#80.3mm p-p (10~58.1Hz), ANEEE20m/s? (58.1~150Hz)
LA6-CICITNDIC) | EIREIREERA & AEEE10m/s?
J1S C 60068-2-6 : 2010
[ =Bz EA BT
B DC500VX AL CIMQILE [ DC500V4AILT3IMQLE
e TERABHLIERTLREPA
— ACS00VIZT153H | AC4000VIC 153
BRABHLIFRTLEIH
=RTE 7% (1000mcd) 2 (1700mcd) & (2600mcd) & (1000mcd) H (1250mcd)
(F¢ETyp.) %% (800mcd) #k (850mcd) 445 (2150mcd) ZE€& (2150mcd)
SUREIE 60+2[E]/5>
No.1 |2400Hz K- (E#iE) No.2 |2400Hz E'EE (0.05sec Memg/0.05sec )
No.3 |2400Hz E—E—E— (1.5sec lRAE/1.55ec EE) | No.4 |2400Hz E'v E'y (0.5sec KAE/0.55ec )
TY—EE No.5_ [3600Hz E— (EiE) No.6|3600Hz £ EF (0.05sec FRiB/0.055ec &)
(BE¥Typ.) No.7 [3600Hz E—tE—E— (1.5sec BRIS/1.5sec ##E)| No.8 |3600Hz v E' (0.5sec FXi§/0.5sec &)
No.9 |2400Hz&3375Hz ERER (0.25sec/0.25sec) No.10 |2400Hz&3600Hz ERER (0.25sec/0.25sec)
No.11 |4000Hz&4800Hz £—K— (0.5sec/0.5sec)
BELANIV 2K : 85dB
[ mmas JY—F&No1 . J¥—BNO&L YIEESM/at Im
e BERZ ITK Y ALK (TIHEHE | &X)
HERE > &k —> BASBER —> BAIBER —» OF  —
= sy USB micro-BiipF X X
:y:’f{; wE USB2.0/1.14 > % —7 x —R. {ERSEEE : USB2.0/1.1/1.0
[R5 Micro USB 7 — 2 IVEERIR), 7 — 2@ - REAY — 1L
71—R T ORI B USB(ARAF) AR - USB (MicroBR A7) #2R
7 —2 e EE7 74— 3>V 7 b TEDITOR for LA series]
FIVr—avvy 7k (HP& W &> 0— FalgE)
LA6-3DTNCIB 4809 LA6-5DTNCIB 590g LA6-5AWJWB 7409
(£10%) LA6-3DTNLCIN 4209 LA6-5DTNLCIN 5309
B LA6-3DLJCIB 980g LA6-5DLJCIB 10909
LA6-3DLICIN 9309 LA6-5DLICIN 10409
UL508, CSA-C22.2 No. 14 EMCIE (EN 61000-6-4, EN 61000-6-2)EMCIE% (EN 61000-6-3, EN 61000-6-2)
EEENE FCC Part15 SubpartB Class A KC (KN 61000-6-4, KN 61000-6-2) [{E-BE1g 5 (EC/EN 60947-5-1, EN62471)
RoHSTE%(EN IEC 63000) RoHSTE4(EN IEC 63000)
FEE—F EETE—F/AX—FE—F
EX—F > Ji#E. UKCAR—F V7 ES N N
% UEReco;ni;e?ETnpgne%t (FneTq;ngsEIm) CEX—#> THA. UKAR—+> TilE
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Product Specifications
Model LA6-C100000-0  (Refer to "2. Model Number Configuration”)
Rated Voltage 24V DC 100 ~ 240V AC (50Hz/60Hz)
Operating Voltage Range +10% of Rated Voltage 90 ~ 250V AC (50Hz/60Hz)
LA6-5DJCIN-RYGBC SW LAB-5DJ[JB-RYGBC 6.5W
Typ. - -
Rated Power » LA6-3DLICIN-RYG 3.5W LA6-3DLICIB-RYG 4.5W LAG-5AWJWB-RYGBC | 6.5W
Consumption LAB-5DCJCIN-YYYYY W LAB-5DJ[IB-YYYYY 8W
Max. LAB6-5AWJWB-YYYYY 7.5W
LA6-3DLICIN-YYY 4.5W LA6-3DLICIB-YYY 5.5W

Environmental Condition

Alarm Sound No.1 at Maximum Volume

Signal Wire Current Max. 70mA Max. 20mA
Standby Current Max. 15mA
Standby Power Max. 0.6W
Operating Ambient Temperature -25°C ~ +60°C
Operating Ambient Humidity Less than 90% (No Dew or Condensation)
Storage Ambient Temperature -25°C ~ +60°C
Storage Ambient Humidity Less than 90% (No Dew or Condensation)
Mounting Location Indoor Only
Upright Horizontal Inverted

Mounting Direction

Protection Rating

IP65 (Alarm specification: IP54) IEC 60529

| Environmental Condition

Upright Installation

Sweep Durability; Amplitude: 0.30mm p-p (10~58.1Hz), Acceleration: 20m/s? (58.1~150Hz)

LAG-| L.
6-0BLH0 Fixed Pitch Durability; Acceleration: 20m/s?(58.1~150Hz)

Vibration Resistance

Sweep Durability; Amplitude: 0.30mm p-p (10~58.1Hz), Acceleration: 20m/s? (58.1~150Hz)
Fixed Pitch Durability; Acceleration: 10m/s? (58.1~150Hz)

LA6-C1OwWJOO
LA6-CICITNCIC]

JIS C 60068-2-6 : 2010

| Environmental Condition

Upright Installation

Insulation Resistance

More than 1MQ at 500VDC | More than 3MQ at 500VDC

between live part and non-current carrying metallic part

Withstand Voltage 500VAC applied for 1 min 4000VAC applied for 1 min
between live part and non-current carrying metallic part without breaking insulation
Display Color Red (1000mcd); Amber (1700mcd); Green (2600mcd); Blue (1000mcd); White (1250mcd)

(Typical Luminous Intensity)

Purple (800mcd); Pink (850mcd); Lemon/Yellow (2150mcd); Cyan (2150mcd)

Flashing Rate

60x2 Flashes Per Minute

No.1  |2400Hz, Continuous beep sound No.2  |2400Hz, Intermittent at 0.05sec
No.3 |2400Hz, Intermittent at 1.5 sec No.4 [2400Hz, Intermittent at 0.5sec
Alarm Sound No.5 |3600Hz, Continuous beep sound No.6 |3600Hz, Intermittent at 0.05sec
(Typical Frequency) No.7 |3600Hz, Intermittent at 1.5 sec No.8 [3600Hz, Intermittent at 0.5sec
No.9 |2400Hz&3375Hz, 0.25sec/0.25sec No.10 |2400Hz&3600Hz, 0.25sec/0.25sec
No.11 |4000Hz&4800Hz, 0.5sec/0.5sec
Sound Level Max. 85dB
Environmental Condition Alarm Sound No.1 measured from the front direction of the alarm opening at 1m
4-step volume selection from Multi-function Button (Factory Default: Max.)
Volume Control
™ Max. —» - 5dB from Max. (APPROX.) =% -10dB from Max. (APPROX.) =% OFF 4
Main Unit USB micro-B Female
Data Transmission Interface: USB2.0/1.1; Transmission Speed: USB2.0/1.1/1.0
Interface Transfer Micro-USB Cable (Not included), Data Transfer/Charge Cable
Cable Connector Type: USB Male (Type: A) to USB Male (Type: Micro-B)
Data Programming Exclusive “EDITOR for LA series” Application Software
Application Software (Downloadable from Homepage)
LA6-3DTNLIB 480g LA6-5DTNLIB 590g LA6-5AWJWB 7409
LA6-3DTNCIN 4209 LAB-5DTNLCIN 5309
Mass LA6-3DWJLIB 4509 LA6-5DWJLIB 560g
(£10%) LA6-3DWJLIN 400g LAB-5DWJLIN 510g
LA6-3DLJCIB 980g LA6-5DLJCIB 1090g
LA6-3DLJCIN 930g LAB-5DLJIN 1040g
UL508, CSA-C22.2 No. 14 EMC Directive (EN 61000-6-4, EN 61000-6-2) | EMC Directive (EN 61000-6-2, EN 61000-6-3)
Conformity Standards FCC Part15 SubpartB Class A KC (KN 61000-6-4, KN 61000-6-2) [Low Voltage Directive (IEC/EN 60947-5-1, EN 62471)
RoHS Directive (EN IEC 63000) RoHS Directive (EN IEC 63000)

Operating Mode

“Signal Tower” mode/’Smart Mode”

Remarks

CE Marking , UKCA Marking

UL Recognized Component (File No.E215660), Maximum Surrounding Temperature Rating of 60°C

CE Marking , UKCA Marking
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| 9 | #1&/\—"Y | Replacement Parts S

ABMITIETERDRHEN—Y DBV E T FHLBELHP ZTEI T,
The following replacement parts for this product are available for the customer to change or replace.

Ay RHN— USBA/\—
Head Cover USB Cover

Ay RAN—-BRTT, USB H/N\—HBRTT,
The Head Cover is a single article. The USB Cover is a single article.

Fh7k)>JB
Waterproof Ring B Set

Bk >J B 2{EtY FTT,
Waterproof Ring B set has 2 pcs.

R=IVISTy b
([DDC 24V fHi%m)
Pole Bracket Set
([D]For 24V DC type)

®°

R=IVT Sy boR—IVBAKY > 5.
GRZ2yEVRCRE)DEY FTY.

The Pole Bracket set includes: Pole bracket,
Waterproof Ring and Screw (2 pcs.).

Bt 755y b
Direct-mount Bracket

EffF 755y FERTT,
The Direct-mount Bracket is a
single article.

BFETS Y b

([B] it - 7 —4 ftixm)
([D]pC24v tHgm)
Terminal Block Bracket
([BJFor flashing/alarm type)
([D]For 24V DC type)

R—IVBKIVT
([DIDC 24V {H1%M)

Pole Waterproof Ring
([DJFor 24V DC type)

-

R—IVBAKY » TE&ETT .
The Pole Waterproof Ring is a
single article.

OAETICRBL TV EHPER, REOMGEIF—EREDBEEHHYET,

ORUWRDTEL LU, BEL LR, BRBEOOFELEBTHIENHIET,

WFET Iy FE&TY,
The Terminal Block Bracket is a
single article.

@ The images in this manual may vary in comparison to the actual product and are only for the purpose of illustration.
® Specifications may change without notice due to continual product improvement.
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=== XYY B TTER K FEE L (Cut-out before use) -————————————n

LA6 EX{BU%K (Installation Template)

RDIEE
(For type)
45 IEME (Front of product]
(7Y —Fa0asE8 (Alarm output) 1)

/AGERE (CAUTION)
QE-LTERTAHER. F— 057U b7 b LB,
HROMARIL MEGT 7 IV EMBEDET BN THERRR

AT —IVEFHAIL RIS TWA T EERRBL T LT !
(If using a copier machine, Ensure that it is actual size.)

LISV L 0 10 20 30 40 50
(Mounting Hole] - | ~ - [FRRRAEEEN] IRRRUNSER] ANRRARNNT] ARRRERRRNE IRRRUREETL |
(@5) | <~TERESBFA A4 —Ib (Scale for dimensions check) >
|
mEsN L) [axplorze)
(Product outline) (M type)
, \ w -
\
! \
/ \ |
| § 4 ol
= I [2a] Mounting Hole
~ 2 )NV
- = \ (Mounting Hole) . (1)
ol \ / (@5) [
© oS |
\ N )‘\ EE‘?& ere Exit Hole) |
-~ \ . _ 4 _ ,‘ / (h{ﬂi[’_\typel) '
. 4 752 r=7IV 5 FERDBEIE023 -
Eg‘;‘;mmg Hole) N l (Cable grand is used : @23)
[Wire Exit Hole) (@12) |
N plate Location) ] (WJ]type)
1718 (Name Plate Location (34 6) 51 fiﬁa)ai [ type only]
AEIEETATY. (Thisfigureis full scale) (8 (Units) : mm)



\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\

(BR W) 115 BUHE)

ETAHGELLGVTLREEY,
(Installation template)
Do not write here.



{EREHEAE | User's Manual / Bedienungsanleitung /

Mode d’emploi / Manuale dell’utente / Manual del usuario

PN - oGl /SR SA MUSESBOEFVREE, ETEICBUHE 5 ek “um:
o AR \mﬁ%ﬁﬁ&&li&#?imfioM?ﬁﬁ%%KIE&MﬁLT(t

o CIEMFICARE L PTHDS 2. ELL BBV FE

o SARBIE A %azmas.ﬁnu\éﬁm i h\D’\a*oFﬁL\Ab’é< rE

ECE R ERE EZ2B S AREDEE *h%u HNETY.

o SREDEHRITL T EPIEE KR LT CIEEV, BRE - XK - BREENMECBBNDHBIET,
o RFPFIEDRIE, BIIBBEBREICL TS IEEL, BRETBENDHYET,

F OB EERS. Frid. MNEEORENMEETND] NATT.
o WRDBFNEZLTICE. KTESBREESHWVEEFEALTLLEEL., rr— - RXUIV - AV UY GaGRETEIEVTLZEY)

NeIR NSV eINIIM Thank you very much for purchasing our Patlite products.

e This product requires installation, wiring, and other related work. Be sure to ask an expert technician to perform these procedures.

e Read this manual thoroughly before using this product to ensure correct use.

o |f there are any questions concerning this product, refer to the contact information at the end of this document and contact your nearest
PATLITE Sales Representative.

e This product has been tested and found to comply with the limits for a Class A device.

e These limits are designed to provide reasonable protection against harmful interference when the equipment is operated in a commercial
environment.

e This product must not be used in residential areas.

\ Indicates an imminently dangerous condition: failure to follow the instructions may lead to death or

A\ WARNING serious injury.

e Request the installation and wiring to be accompanied by a professional contractor. If installation is done improperly, it may result in fire,
electric shock, falling, or malfunction.

e Be sure to disconnect the power to the product when performing maintenance or repairs. If the power is not disconnected, it may result in electric shock.

Indicates a potentially dangerous condition: failure to follow the instructions may lead to slight injury or prope
A CAUTION sy p ly dang y ght injury or property

o Use a soft cloth dampened with water to clean the product. (Do not use thinner, benzine, gasoline or oil.)

[RIVEICEET R IO Vielen Dank, dass Sie unser Patlite-Produkt erworben haben.

e Dieses Produkt erfordert Installations-, Verkabelungs- und andere Arbeiten. Bitten Sie stets einen erfahrenen Techniker, diese Arbeiten durchzufiihren.

e Lesen Sie diese Anleitung sorgféltig, bevor Sie dieses Produkt verwenden, um die ordnungsgeméfe Verwendung zu gewahrleisten.

e Wenn Sie irgendwelche Fragen zu diesem Produkt haben, verwenden Sie die Kontaktinformationen am Endedieses Handbuchs und wenden
Sie sich an Ihren nachstgelegenen PATLITE Vertriebsmitarbeiter.

e Dieses Produkt wurde geprift und halt die Grenzwerte fiir ein Klasse-A-Gerat gemaR.

e Diese Grenzwerte sind so ausgelegt, einen angemessenen Schutz gegen schadliche Stérungen zu gewahrleisten, wenn das Produkt in einer
geschéaftlichen Umgebung verwendet wird.

e Dieses Produkt darf nicht in Wohngebieten verwendet werden.

\ Weist auf eine unmittelbar gefahrliche Situation hin: Die Nichtbefolgung der Anweisungen kann zum
A\ WARNUNG Tod oder zu einer schweren Verletzung fuhren.

e Bitten Sie professionelles Fachpersonal um die Ausfiihrung der Installation und Verkabelung. Wenn die Installation nicht ordnungsgemaf
ausgefiihrt wird, kann dies zu einem Feuer, Stromschlag, zum Herunterfallen oder zu einer Fehlfunktion fiihren.

e Unterbrechen Sie stets die Stromversorgung zu diesem Produkt, bevor Sie Wartungs- oder Reparaturarbeiten ausfiihren. Wenn die
Stromversorgung nicht abgetrennt ist, kann dies zu einem Stromschlag fiihren.

A VORSICHT Weist auf eine potentiell geféhrliche Situation hin: Die Nichtbefolgung der Anweisungen kann zu einer leichten
Verletzung oder einem Sachschaden fiihren.
e Verwenden Sie ein weiches Tuch, das mit Wasser angefeuchtet, um ein Produkt zu reinigen.
(Verwenden Sie keinen Verdiinner, Benzin, Benzin oder Ol.)
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Nous vous remercions d’avoir acheté notre produit Patlite.

e Ce produit nécessite une installation, un cablage et d’autres travaux connexes. Assurez-vous de faire appel a un technicien expérimenté pour
effectuer ces procédures.

Lisez attentivement ce manuel avant d'utiliser ce produit pour garantir une utilisation correcte.

Si vous avez des questions concernant ce produit, reportez-vous aux coordonnées figuranta la fin de ce manuel et contactez otre représentant
de vente PATLITE le plus proche.

Cet appareil a été testé et jugé conforme aux limites définies pour les appareils de classe A.

Ces limites sont congues pour fournir une protection raisonnable contre les interférences nuisibles lorsque I'’équipement est utilisé dans
unenvironnement commercial.

Ce produit ne doit pas étre utilisé dans une zone résidentielle.

A AVERT'SSEMENT Indique une situation dangereuse imminente : le non-respect de ces consignes peut entrainer la mort

ou des blessures graves.
e Demandez a ce que l'installation et le cablage soient effectués en présence d’un professionnel. Si I'installation est réalisée de fagon
incorrecte, il existe un risque d’incendie, de choc électrique, de chute ou de dysfonctionnement.
e Assurez-vous de débrancher I'alimentation du produit lors de I'exécution de I'entretien ou des réparations. Si I'alimentation n’est pas coupée,
cela risque de provoquer un choc électrique.

A ATTENT'ON Indique une situation potentiellement dangereuse : le non-respect de ces consignes peut entrainer de légéeres
blessures ou des dommages matériels.

e Utilisez un chiffon doux imbibé d’eau pour nettoyer le produit. (N'utilisez pas de diluant, d'essence, d'essence ou d'huile.)

JANAUEIEIRGIENIEN Grazie per aver acquistato il nostro prodotto Patlite.

e Questo prodotto richiede I'installazione, il collegamento elettrico e altri lavori. Assicurarsi di chiedere a un esperto tecnico di eseguire questi lavori.

e Leggere attentamente il manuale prima di utilizzare questo prodotto per garantirne un uso corretto.

e Se vi sono domande riguardanti questo prodotto, fare riferimento alle informazioni di contatto alla fine di questo manuale e contattare il pit
vicino rappresentante di vendita PATLITE.

o Questo prodotto ¢ stato testato ed & risultato conforme ai limiti per un apparecchio di Classe A.

e Questi limiti sono progettati per fornire una protezione ragionevole contro interferenze dannose quando I'apparecchiatura viene utilizzata in
unambiente commerciale.

e Questo prodotto non deve essere usato in aree residenziali.

AVVERTENZA Indica un’imminente situazione di pericolo: il mancato rispetto delle istruzioni potrebbe causare la morte
o lesioni gravi.

e Richiedere l'installazione e il cablaggio ad un professionista. Se I'installazione & eseguita in modo errato, pud provocare un incendio, scosse
elettriche, cadute o malfunzionamenti.

e Assicurarsi di scollegare I'alimentazione quando si esegue la manutenzione o la riparazione. Se I'alimentazione non & disconnessa, si
possono provocare scosse elettriche.

Indica una potenziale situazione di pericolo: il mancato rispetto delle istruzioni potrebbe causare lesioni leggere

/\ ATTENZIONE [ea tna poten:

e Utilizzare un panno morbido inumidito con acqua per pulire il prodotto. (Non usare diluente, benzina, benzina o olio.)

Gracias por adquirir nuestro producto Patlite.

e Este producto requiere instalacion, cableado y otros trabajos relacionados. Asegurese de solicitar a un técnico experto la realizacién de estos
procedimientos.

e Lea atentamente este manual antes de utilizar este producto para asegurar un uso correcto.

e Si tiene preguntas relacionadas con este producto, consulte la informacién de contacto que se encuentra al final de este manual de instalacion
y péngase en contacto con su representante de ventas PATLITE mas cercano.

e Este producto ha sido sometido a pruebas y se ha determinado que cumple con los limites para un dispositivo de clase A.

e Estos limites estan disefiados para proporcionar una proteccion razonable contra interferencias perjudiciales cuando el equipo se opera en
unentorno comercial.

o Este producto no debe ser utilizado en areas residenciales.

A ADVERTENCIA Indica una condicion de riesgo inminente: no observar estas instrucciones podria causar lesiones

graves o incluso la muerte.
e Solicite que la instalacion y el cableado sean realizados por un contratista profesional. Si la instalacion se realiza de forma incorrecta,
podria causar incendios, descargas eléctricas, caidas o un fallo de funcionamiento.
e Asegurese de desconectar la alimentacion al producto cuando se realicen trabajos de mantenimiento o de reparacién. Si no se desconecta
la alimentacion, podria producir una descarga eléctrica.

C ATEN CI(’)N Indica una situacién potencialmente peligrosa: no observar estas instrucciones podria causar lesiones leves o
dafos materiales.

e Utilice un pafo suave humedecido con agua para limpiar el producto. (No use diluyente, bencina, gasolina o aceite).
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A Avertissement i T
Afin de garantir la sécurité lorsque ce

produit est installé dans un équipement,
respecter les éléments suivants.

* Ne pas utiliser la tour de signalisation
comme levier lorsque vous grimpez
sur I'équipement. Le non-respect de
cette consigne provoque des chutes
depuis des endroits en hauteur ou
des dommages au produit.

« Lors de taches telles que I'ouverture
des couvercles de I'équipement, faire
attention de ne pas accrocher quoi que
ce soit a la tour de signalisation. Le
non-respect de cette consigne
provoquera des dommages au produit.

T A ELBABY £ T DT,

HMTHI GV T REV.BEZEHEIN
NHIET,

(IB]=im® - 79 —% &%)

/\Attention|
Eviter les longues expositions & I'alarme a
courte distance. Le non-respect de cette
consigne peut entrainer une irritation et
des Iésions irréversibles aux oreilles.

o K (Type clignotement /alarme)

\I\(\

To ensure safety when this product is
installed onto equipment, observe the
following.

+ Do not Use the signal tower as
leverage when climbing up onto the
equipment. Failure to comply will
result in falling from a high place, or
damage to the product.

» When performing tasks such as
opening the covers of the equipment,
be careful not to snag anything on the
signal tower. Failure to comply will
result in product damage.

A Avvertenza S

Per garantire la sicurezza quando
questo prodotto ¢ installato
sull'apparecchiatura, fare quanto segue.

+ Non usare la torre di segnalazione
come leva quando si sale
sull'apparecchiatura. La mancata
osservanza potra causare cadute da
un luogo elevato o danni al
prodotto.

* Quando si eseguono operazioni come
I'apertura dei coperchi
dell'apparecchiatura, fare attenzione a
non rimanere impigliati nella torre di
segnalazione. La mancata osservanza
potra causare danni al prodotto.

8
7 d

/\ Caution |

®

Avoid long exposure to the alarm sound
from a close distance. Failure to observe
this may lead from irritation to permanent
damage to the ears.

(|B]Flashing/Alarm Type)

/\ Attenzione |
Q0
=

Evitare lunghe esposizioni al suono
dell'allarme da una distanza ravvicinata.
La mancata osservanza di questo puo
portare dall'irritazione al danno
permanente alle orecchie.

( lampeggiante/tipo di allarme)

& Warnung

X
X

S

4

Beachten Sie Folgendes, um die
Sicherheit zu gewahrleisten, wenn
dieses Produkt auf dem Gerét installiert
ist.

+ Verwenden Sie die Signalsaule nicht
als Hebel beim Besteigen einer
Anlage. Wenn dies unterlassen wird,
besteht die Gefahr von
Herunterfallen von einer hohen
Stelle oder Schaden am Produkt.

+ Achten Sie bei Arbeiten wie dem
Offnen der Abdeckungen des Gerats
darauf, dass nichts an der Signalsaule
hangen bleibt. Wenn dies unterlassen
wird, besteht die Gefahr von
Produktschaden.

Para garantizar la seguridad cuando
este producto se instale en el equipo,
observe lo siguiente.

X [\
N

+ No utilice la torre de sefializacion
como palanca cuando se suba al
equipo. No hacerlo asi causara
caidas desde un lugar alto o dafios
en el producto.

+ Cuando realice tareas como abrir las
cubiertas del equipo, tenga cuidado
de que no se enganche nada en la
torre de sefializacion. No hacerlo asi
causara dafios en el producto.

AVorsicht |
-G

Vermeiden Sie eine lange Einwirkung des
Alarmtons auf kurze Entfernung.

Bei Nichtbeachtung kann dies zu einer
Reizung der Ohren fiihren.

(| B Blinken/Alarm-Typ)

Evite la exposicién prolongada al sonido
de la alarma a corta distancia. El no
observar esto puede llevar a la irritacion
a dafios permanentes en los oidos.
(Tipo de parpadeo/alarma|B|)
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Troubleshooting

If a problem occurs, call a professional contractor and have them check the following table to remedy the problem.

No. Problem Where to Check Inspection Repair
Refer to “ [ Wiring” on pgs. 11, 15 to verify wiring is
Is the electric wiring connected correctly? correct. H wiring P9 venlly wiring |
1 |The LED does not light up.
Is the power properly supplying the correct
voltagg?w properly supplying Check the Rated Voltage.
A different LED tier from Is the electric wiring connected correctly? CR;freerCtto *[B Wiring’ on pgs. 11, 15 to verify wiringis
2 | what I thought lights up :
when | make it turn on. Is the setup data correct? Check that the contents of the setup data is correct.
Refer to “ & Wiring” on pgs. 11, 15 to verify wiring is
Is the electric wiring connected correctly? correct. B wiri 9 P9 venlty wiring |
Is the power properly supplying the correct
3 | The alarm does not voltage? Check the Rated Voltage.
sound.
Check that the product type has a alarm Only products with |B|added to the part number
included or not. include the alarm function.
Is the setup data correct? Check that the contents of the setup data is correct.
- 5 Refer to “ How to use the Multi-function Button” on
4 |Thealarm volume is too | IS the alarm volume set to minimum? pg. 19 to adjust the volume.
low.
Is the setup data correct? Check that the contents of the setup data is correct.
Ref “ B Wiring” .11,1 ify wiring i
Is the electric wiring connected correctly? C;;rctto B iring” on pgs. 11, 15 to verify wiring is
Are the external contacts for lighting turning Priority is given to the lighting input over the flashing
5 |The LED does not flash. on? input when simultaneous signals are applied.
Check that the product type has a alarm Only products with |B|added to the part number
included or not. include the alarm function.
Is the setup data correct? Check that the contents of the setup data is correct.

If the problem is not solved, even after the above-mentioned symptoms were checked, fill out the "Product Specification
Details for Inquiry" before contacting your nearest Patlite Sales Representative or our Technical Support.

<Product Specification
Details for Inquiry>

Product Name

Signal Tower

Purchase Date Year/Month/Day

Model

(— " FModel Number Configuration” (P. 6))| Problem Symptoms | Describe as much detail as possible
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Wenn ein Problem aulftritt, rufen Sie einen professionellen Lieferanten an und lassen Sie ihn die folgende Tabelle Uberprifen,
um das Problem zu beheben.

Nr. Problem Wo gepriift werden soll Inspektion Reparatur
Ist die elektrische Verdrahtung richtig Siehe , [ Verdrahtung® auf S. 11, 15 zum Bestatigen,
i . hergestellt? ob die Verdrahtung richtig ist.
1 |Die LED leuchtet nicht auf.
Liefert die St ie richti
slsaenngr:ZE romversorgung die richtige Priifen Sie die Nennspannung.
Eine andere LED-Ebene Ist die elektrische Verdrahtung richtig siehe , H Verdrahtung” auf S. 11, 15 zum Bestétigen,
als die erwartete leuchtet | nergestelit? ob die Verdrahtung richtig ist.
2 ; .
auf, wenn ich sie . N
i . o Stellen Sie sicher, dass die Inhalte der
einschalten lasse. Sind die Einrichtungsdaten korrekt? Einrichtungsdaten korrekt sind.
Ist die elektrische Verdrahtung richtig Siehe ,, E Verdrahtung” auf S. 11, 15 zum Bestatigen,
hergestellt? ob die Verdrahtung richtig ist.
Liefert die Stromversorgung die richtige
Slpannur;g’? v gung die richtig Priifen Sie die Nennspannung.
3 | Der Alarm ertont nicht.
Uberpriifen Sie, ob der Produkttyp einen Nur Produkte mit einem |B| nach der Teilenummer
Alarm beinhaltet oder nicht. enthalten die Alarmfunktion.
. Lo Stellen Sie sicher, dass die Inhalte der
Sind die Einrichtungsdaten korrekt? Einrichtungsdaten korrekt sind.
Ist die Alarmlautstarke auf Minimum Siehe , Il Verwendung der Multifunktion-Taste* auf
. w . eingestellt? S. 19 zum Einstellen der Lautstarke.
4 |Die Alarmlautstérke ist zu
niedrig. R Stellen Sie sicher, dass die Inhalte der
Sind die Einrichtungsdaten korrekt? Einrichtungsdaten Korrekt sind.
Ist die elektrische Verdrahtung richtig Siehe , [ Verdrahtung* auf S. 11, 15 zum Bestatigen,
hergestellt? ob die Verdrahtung richtig ist.
Schalten die externen Kontakte fiir Leuchten Der leuchtende Eingang hat Vorrang vor dem blinkenden
ein? Eingang, wenn gleichzeitige Signale angelegt werden.
5 | Die LED blinkt nicht.

Uberpriifen Sie, ob der Produkttyp einen
Alarm beinhaltet oder nicht.

Nur Produkte mit einem |B| nach der Teilenummer
enthalten die Alarmfunktion.

Sind die Einrichtungsdaten korrekt?

Stellen Sie sicher, dass die Inhalte der
Einrichtungsdaten korrekt sind.

Wenn das Problem nicht behoben ist, auch nachdem die oben genannten Symptome Uberpriift wurden, fillen Sie die
L,Einzelheiten der Produktspezifikation zur Anfrage” aus. bevor Sie sich an Ihren nachsten Patlite-Vertriebsmitarbeiter oder
unseren technischen Support wenden.

<Einzelheiten der Produktbezeichnung Signalturm Kaufdatum Jahr/Monat/Tag
Produktspezifikation Mit so vielen Details wie
zur Anfrage> Modell (—, ﬂ Modellnummer-Konfiguration” (P. 6))| Problemsymptome maglich beschreiben
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Dépannage

En cas de probléme, contacter un entrepreneur professionnel et lui demander de vérifier le tableau suivant pour le régler.

Ne Problem Ou vérifier Inspection et réparation
Le cablage électrique est-il correctement Consulter « [J Cablage » aux p. 11 et 15 pour vérifier
connecté ? que le cablage est correct.

1 |LaLED ne s’allume pas.

L’alimentation fournit-elle la tension correcte ? | Vérifier la tension nominale.

Une LED d’un étage Le cablage électrique est-il correctement Consulter « ECébIage » aux p. 11 et 15 pour vérifier
différent de celui que je connecté ? que le cablage est correct.
2 A .
renst;ls N aIIumi quand je Les données de configurations sont-elles Vérifier que le contenu des données de configuration
€ mets en marche. correctes ? est correct.
Le cablage électrique est-il correctement Consulter « ECébIage » aux p. 11 et 15 pour vérifier
connecté ? que le cablage est correct.

L’alimentation fournit-elle la tension correcte ? | Vérifier la tension nominale.
3 |L’alarme ne sonne pas.

Veérifier si le type de produit comprend une Seuls les produits avec un « » ajouté a numéro de
alarme ou non. piece comprennent une fonction alarme.
Les données de configurations sont-elles Vérifier que le contenu des données de configuration
correctes ? est correct.
Le volume de I' alarme est-il réglé au Consulter « [l Comment utiliser le bouton
, minimum ? multifonction » a la p. 19 pour ajuster le volume.
4 |Le volume de I'alarme est

trop bas. Les données de configurations sont-elles Vérifier que le contenu des données de configuration
correctes ? est correct.
Le cablage électrique est-il correctement Consulter « ECébIage » aux p. 11 et 15 pour vérifier
connecté ? que le cablage est correct.

La priorité est donnée a I’ entrée d’ éclairage par

Les contacts externes de I'éclairage sont-ils rapporta I' entrée de clignotant quand des signaux

activés ? sont appliqués simultanément.

5 |La LED ne clignote pas.
Vérifier si le type de produit comprend une Seuls les produits avec un « » ajouté a numéro de
alarme ou non. piéce comprennent une fonction alarme.
Les données de configurations sont-elles Vérifier que le contenu des données de configuration
correctes ? est correct.

Si le probleme n’est pas réglé méme aprés que les symptdémes précités ont été vérifiés, remplir les « Détails des
spécifications du produit pour une demande de renseignements » avant de contacter votre vendeur Patlite le plus proche ou
notre assistance technique.

<Détails des Nom du produit Tour lumineuse de signalisation Date d’achat Année/mois/jour
D ot Symptomes du Décrire avec le plus de détails
pour une demande de 3 - qurati 4 5 v f
renseignements > Modéle (=« EConflguratlon du numéro de modéle » (P. 6)) probléme possible
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Risoluzione dei problemi

Se si verifica un problema, chiamare un contraente professionista e far controllare la tabella seguente per risolvere il problema.

Verificare se il tipo di prodotto ha un allarme
incluso o meno.

N. Problema Cosa controllare Contromisura
Il cablaggio elettrico € collegato Fare riferimento a “ | Cablaggio” alle pagg. 11, 15
i correttamente? per verificare che il cablaggio & corretto.
1 | IILED non si accende.
L’alimentazione sta fornendo la tensione Controllare la tensione nominale.
corretta?
Quando accendo si Il cablaggio elettrico e collegato Fare riferimento a “ [H Cablaggio” alle pagg. 11, 15
illumina uno strato LED correttamente? per verificare che il cablaggio & corretto.
2 "
diverso da quello che | dati di confi ) 2 Verificare che i contenuti dei dati di configurazione
pensavo. ati di configurazione sono corretti? siano corretti.
Il cablaggio elettrico € collegato Fare riferimento a “[@ Cablaggio” alle pagg. 11, 15
correttamente? per verificare che il cablaggio € corretto.
L’alimentazione sta fornendo la tensione Controllare la tensione nominale.
corretta? ’
3 |L’allarme non suona.
Verificare se il tipo di prodotto ha un allarme Solo i prodotti con “|B|” aggiunto al numero della
incluso o meno. parte includono la funzione di allarme.
| dati di confi . i Verificare che i contenuti dei dati di configurazione
ati di configurazione sono corretti? siano corretti.
1 vol delrall L tato al minimo? Fare riferimento a “ Il Come utilizzare il pulsante
, N volume delflallarme € impostato al minimos multifunzione” a pag. 19 per regolare il volume.
4 |l volume dell'allarme &
troppo basso. | dati di i . i Verificare che i contenuti dei dati di configurazione
ati di configurazione sono corretti? siano corretti.
Il cablaggio elettrico € collegato Fare riferimento a “ [ Cablaggio” alle pagg. 11, 15
correttamente? per verificare che il cablaggio & corretto.
| tatti esterni Filluminazi Se vengono applicati segnali simultanei, la priorita
con E_"Q' esterni per filluminazione sono viene data all'ingresso illuminazione rispetto
accesis all'ingresso lampeggiante.
5 | Il LED non lampeggia.

Solo i prodotti con “|B|” aggiunto al numero della
parte includono la funzione di allarme.

| dati di configurazione sono corretti?

Verificare che i contenuti dei dati di configurazione
siano corretti.

Se il problema non viene risolto anche dopo aver verificato i suddetti sintomi, compilare i “Dettagli Specifiche Prodotto per
Richiesta Informazioni” prima di contattare il rappresentante di vendita Patlite o il nostro supporto tecnico pit vicino.

<Dettagli Specifiche
Prodotto per Richiesta
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Nome del prodotto

Torre di segnalazione

Data di acquisto Anno/mese/giorno

Informazioni>

Modello

(— “ A Configurazione del numero di modello” (P. 6))

Sintomi del
problema

Descrivere il maggior numero di
dettagli possibile




Solucion de problemas

Si se produce un problema, llame a un contratista profesional y pidale que compruebe la tabla siguiente para resolver el

problema.
N.° Problema Doénde comprobar Reparacion de inspeccion
¢ El cableado eléctrico esta conectado Consulte “ | Cableado” en las paginas 11, 15 para
; correctamente? verificar que el cableado es correcto.
1 |Laluz LED no se enciende.

¢La fuente de alimentacion esta
suministrando el voltaje correcto?

Compruebe el voltaje nominal.

Se ilumina un nivel LED
diferente del que pensaba

¢ El cableado eléctrico esta conectado
correctamente?

Consulte “ H Cableado” en las paginas 11, 15 para
verificar que el cableado es correcto.

Confirme si el producto tiene una alarma
incluida o no.

2 b
que.apsrecerla cuando lo Lo datos d . » tos? Compruebe que los contenidos de los datos de
enciendo. ¢ Los datos de configuracion son correctos? configuracién son correctos.

¢ El cableado eléctrico esta conectado Consulte “ A Cableado” en las paginas 11, 15 para
correctamente? verificar que el cableado es correcto.

¢La fuente de alimentacion esta Compruebe el voltaie nominal

suministrando el voltaje correcto? P! ) .

3 |Laalarma no suena.

Confirme si el producto tiene una alarma Solo los productos con la letra “ |B|” afiadida al
incluida o no. numero de pieza incluyen la funcién de alarma.

. Los datos d i " {057 Compruebe que los contenidos de los datos de

¢ Los datos de configuracion son correctos? configuracién son correctos.

¢El volumen de la alarma esta ajustado en el | Consulte “ Efl Como usar el botdn multifuncién” en la
minimo? agina 19 para ajustar el volumen.

4 |Elvolumen de la alarma pag p u
es demasiado bajo. ; Los datos d i » t0s? Compruebe que los contenidos de los datos de

¢ Los datos de configuracion son correctos? configuracién son correctos.

¢ El cableado eléctrico esta conectado Consulte “ B Cableado” en las paginas 11, 15 para

correctamente? verificar que el cableado es correcto.

¢ Estan los contactos externos para Se da prioridad a la entrada de alimentacion sobre la

iluminacion encendiéndose? entrada de parpadeo cuando se aplican sefales
simultaneas.

5 |Laluz LED no parpadea.

Solo los productos con la letra “[B]” afiadida al
numero de pieza incluyen la funcién de alarma.

¢ Los datos de configuracion son correctos?

Compruebe que los contenidos de los datos de
configuracion son correctos.

Si el problema no se resuelve, incluso después de comprobar los sintomas mencionados anteriormente, rellene “Detalles de
las especificaciones del producto para la consulta” antes de ponerse en contacto con su representante de ventas de Patlite
o nuestra asistencia técnica.

<Detalles de las
especificaciones del
producto para la

Nombre del producto

Torre de sefial

Fecha de compra Ano/Mes/Dia

consulta>

Modelo

(=" ﬂ Configuracion del nimero de modelo” (P. 6))

Describa con tantos detalles
como sea posible.

Sintomas del
problema
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@®The images in this manual may vary in comparison to the actual product and are only for the purpose of illustration.

UEY,

@ Specifications may change without notice due to continual product improvement.
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OPATL I TEBKU/NFSA M HARH/N NS FOBEFETY .
@ Despite the cautions and warnings provided in this manual, it is not the responsibility of PATLITE for any failure or damage occured from mishandling.

@ PATLITE, the PATLITE logo are either registered trademarks or trademarks of PATLITE Corporation in JAPAN and/or other countries.

@ Trotz der in diesem Handbuch enthaltenen Vorsichtsmafnahmen und Warnungen haftet PATLITE nicht fiir Fehler oder Schaden, die durch unsachgeméfe Behandlung

entstanden sind.

@®PATLITE sind das PATLITE Logo entweder eingetragene Marken oder Marken der PATLITE Corporation in

Japan und / oder anderen Landern.

®Malgré les mises en garde et les avertissements fournis dans ce manuel, il n'est pas la responsabilité de
PATLITE de toute défaillance ou dommage survenu d'une mauvaise manipulation.
@PATLITE, le logo PATLITE sont des marques déposées ou des marques de PATLITE Corporation au Japon

et/ ou d'autres pays.

@ Nonostante le precauzioni e le avvertenze contenute in questo manuale, non é responsabilita di PATLITE per

eventuali guasti o danni si & verificato da maltrattamento.

®PATLITE, il logo PATLITE sono marchi registrati o marchi di fabbrica di PATLITE Corporation in Giappone

e/ oin altri paesi.

@A pesar de las precauciones y advertencias de este manual, no es responsabilidad de PATLITE por cualquier

fallo o dafio producido a partir de un mal manejo.

@®PATLITE, el logotipo de PATLITE son marcas comerciales registradas o marcas comerciales de PATLITE

Corporation en JAPON y / o en otros paises.

@ Windows(Z. KEMicrosoft CorporationDKEH &K UZ DMDENCH VT BT el BEREIT T
@®Windows are either registered trademarks or trademarks of Microsoft Corporation in the United States and/or other countries.
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PATLITE Gorporation siHead office
PATLITE (U.S.A) Corporation
PATLITE Europe GmbH :Germany
PATLITE (SINGAPORE) PTE LT!
PATLITE (CHINA) Corporation
PATLITE KOREA CO.,LTD.
PATLITE TAIWAN CO.,LTD.
PATLITE (THAILAND) CO.,LTD.

PATUTE MEXICO S.A. de C.V. Wwww.patlite.com.mx/
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